Acceptable slab on grade for
pier supported manufactured home
produced on or after April 1, 2007.

[Comm 2140 (1)}
Thickened slab edge — & Slab reinforced slab .
10” wide X 107 deep with6” X 6”°X 10Ga. X
reinforced with 2 #4°s : 10 Ga._ wire mesh
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6X67X10Ga. X 10Ga.
/ Wire mesh
Note: Perimeter insulation
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107 2 # 4 bars




Limitations:

1. Minimum 3,000 psi Concrete. [3285.312 (b) (ii)

2. Rebar and mesh at least grade 40.

3. Soil Bearing capacity at least 2,000 psf [Comm 21.40 (2) (b) 2. and 3285312 (b) ()]

4. Placed on undisturbed soil. Shall not be placed on unprepared fill material, organic
soil, alluvial soil or mud. [Comm 21.40 (2) () 1. and HUD 3285.312 (a)]

5. 8t Iﬂ”ofcleangmdedsand,g;rave!ormxshedstonebaseinciaysoﬂs-{Ccmle.Zﬁ
(2) with added thickness to resist frost.] a

6. 6 mil vapor retarder overlapped 12 inches and sealed. [3285.204]

7. Maximum paaspamngof?fecththmaxloadperpierofs, 300 Ibs [Comm 21.40
(2) (b) 10. and HUD 3285 (¢), Table.]

8. Site shall drain away from the home per Comm 21.12.

.9. Thewatertableshallnotbcaboveﬁreﬁ‘ostpﬁne&&ondepﬂn 1e.atieast4feetbe[ow
grade. [Comm 21.15 (2) (a)]
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